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GENERAL NOTES:

This figure details minimum required clearances between 

structure and water service lines.  Adjust location of 

water services as directed by the Engineer to maintain the 

clearances shown.
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MINIMUM CLEARANCE BETWEEN

WATER SERVICE AND STRUCTURE




