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SEE STANDARD SHEET RCF-01-12 FOR GENERAL INFORMATION.

FLOOR BARS m1` ARE TO BE SHORTENED 6" AT BELL JOINTS.

THICKNESSES OTHER THAN SHOWN.

AND CONCRETE QUANTITIES ACCORDINGLY FOR WALL AND FLOOR

CHANGE LENGTHS OF BARS 6x1 `AND ADJUST REINFORCING STEEL

THICKNESSES.
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