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1.

2.

3.

Service located in zone of conflict

to Section 4010, 3.07

Relocate service according 

Change order

Incidental to other work

Service Status
Responsibility

Contractor's
Compensation

Service located outside zone of conflict

design required

relocation as detailed above; special 

elevations do not allow simple 

Service located in zone of conflict, but 

the Engineer

Relocate service as directed by 

service relocation

Bid item; sanitary sewer 

government's plumbing code

repair according to local 

Provide protection; if damaged, 

1

above the top of pipe.

the bottom of sewer pipe to 2 inches 

Zone of conflict is from 6 inches below 

or Sanitary Sewer

Proposed Storm

Limits of Relocation of Sewer Service

 

 

2"

Conflict

Zone of
1

Bend

Max. 45° 

 6" min.

Relocated Service

Min. Grade 1%

Existing Service

Sewer

Existing

1 

WITH NEW SEWER

SERVICE IN CONFLICT 

RELOCATE SANITARY SEWER 
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SUDAS Standard Specifications

http://www.iowadot.gov/erl/current/US/content/4010.htm#Sub307

