


   

DEAD ENDS (ALTERNATE METHOD)
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Turnbuckle

CHANGES IN PIPE DEPTH

Depth of Concrete

Mechanical Joint

Restrained Cap

Retainer Gland

Possible

Valve

Min. 1.5 x D

Elbows with

Restrained Joints

Straps

24’’

min.

Possible Pipe

or Structure

Anchor Block18’’ min.

18’’ min.

REVISION
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NEW

REVISIONS:

WM-101

THRUST BLOCKS

STANDARD PLANROADFIGURE 5010.101

DESIGN METHODS ENGINEERSUDAS DIRECTOR

Min. 1.5 X D

Min. 1.5 X D

Retainer Gland

Trench

Hook

Thrust Block

D

Use only when allowed by the Engineer, or when 

specified in the contract documents.
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SECTION B-B

ELEVATION

SECTION A-A

PLAN
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New. Replaces SUDAS Figure 5010.1.


