BAR LENGTHS CHANGED. BAR SIZES ADDED TO BAR LABELS.
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ESTIMATE OF QUANTITIES - FLUME BELL JOINTS

MARK| LOCATION SHAPE |NO. | LENGTH|WEIGHT| NO. | LENGTH|WEIGHT|NO. | LENGTH|WEIGHT|NO. [ LENGTH|WEIGHT NO. [LENGTH|WEIGHT| NO. | LENGTH|WEIGHT/MARK
JUNCTION BELL JOINT Fx 3 ax 4 5 x 3 5 x 4 5 x 5 5 x
SxI | WALLS & FLOOR 5[ 16-4] s 14-3] 45| 3] 18-a] s7 15 a8 15 a8 15 S5xi
5x3| WALLS VERT. o a4-a] 27| -=-| ----- a-a 27| 6| 5-4f 33 6-4 5x3
Syl | WALLS HORIZ. 10[ a-10]  so| 2] 4-10] s0| 10| 4-i 50| 12| 41 50| 14] 41 50| 16| 41 Syl
| 5y2| FLOOR VERT. 6-3] 33 6-3| 39 6~ a6 6~ a6 6 a6 6 5y2|
5z1| FLOOR VERT. 3-1 16 3-1 19 3- 23 31 23 31 23 31 521
TOTAL REINFORCING STEEL 150 LBS. 180 LBS. 176 LBS. 194 LBS. 200 LBS.
TOTAL CONCRETE 1.1 CU. YDS. 1.3 CU. YDS. 1.3 CU. YOS, 1.4 CU. YDS. 1.5 _CU. YDS. 1.7 C
| CHUTE BELL JOINT Ix 3 ax 4 5 x 3 5 x 4' 5 x 5 5 x
x2| WALLS & FLOOR 13- a 15 a9 15 a7 16~ 52 18- 57 19 | 5x2|
| 5y3| WALLS HORIZ. a- 40 a- 40 a-l 40 a-l 40| 10| a1 50| 12| a-1 | 5y3|
ya | FLOOR VERT. 6~ 32 6~ 39 6~ a5 6 as 6 45 6 B
zI| FLOOR VERT. 3- 16 3- 19 3- 23 3- 23 3- 23 3= z1
TOTAL REINFORCING STEEL 129 LBS. 147 LBS. 155 LBS. 160 LBS. 175 LBS.
TOTAL CONCRETE 0.9 CU. YDS. 1.1 CU. YDS. 1.1 CU. YDS. 1.2 CU. YDS. 1.3 CU. YDS. 1.4 CU. YDS. @
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[Pl 3 = n NOTES:
= 4" -1 I 1. AND QUANTITIES SHOWN BASED ON ‘U’ FLUME WALLS,
D=2} 5 = i *BU’ BARREL WALLS, 'T* FLUME FLOOR AND ‘BT* BARREL FLOOR
e = 0 THICKNESSES.
5zl 2. CHANGE LENGTHS OF BARS SxI AND ADJUST REINFORCING
STEEL AND CONCRETE QUANTITIES ACCORDINGLY OTHER THAN
WALL AND FLOOR THICKNESSES SHOWN.
NOTE: ALL DIMENSIONS ARE OUT TO OUT. 3.FLOOR BARS miI ARE TO BE SHORTENED 6" AT BELL JOINTS.
D = PIN DIAMETER 4, SEE STANDARD SHEET[RCF-OI-04]FOR GENERAL INFORMATION.
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STANDARD DESIGN

FLUME BELL JOINTS

REINFORCED CONCRETE FLUMES - 3°,4°& 5° SPANS
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