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October 9, 2015

ADDENDUM NO. 1

to the
lowa Department of Transportation
Proposal No. 15285
For: New Construction for North Des Moines Maintenance Facility, Brine, Pole and Hoop
Building
Letting Date: December 2, 2015

Notice To Bidders:

This Addendum is issued to incorporate the following additions, deletions, corrections, and/or
clarifications to the terms or specifications and shall hereby be considered a part of the final contract
documents. This Addendum shall supersede, modify and/or change all statements to the contrary in
the bid proposal and shall take precedence over previous terms or specifications.

CHANGE: There is an error in the Table of Contents Section 08 3615 is referenced and it should be Section
08 3620 Sectional Overhead Door in Wash Bay/ Brine building. Please see the attached revised table of
contents.

ADDITIONS:

All Bidders must sign and return this Addendum for the bid opportunity referenced above. Failure to
do so may subject the Bidder to disqualification. If a bid response has already been submitted, this
Addendum shall be signed and emailed or faxed to the Purchasing Section prior to the scheduled
Letting Date.

Company Name (please print) Date

Signature
Sincerely,
Jody McNaughton, Purchasing Agent Il

Phone No. 515-239-1298 Fax No. 515-239-1538
Jody.McNaughton@dot.iowa.gov

Purchasing Section P: 515-239-1310 F: 515-239-1538
800 Lincoln Way, Ames, lowa 50010 DOT.purchasing@dot.iowa.gov
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PROCUREMENT AND CONTRACTING REQUIREMENTS
1.01 DIVISION 00 -- PROCUREMENT AND CONTRACTING REQUIREMENTS
A. 000101 - Project Title Page
B. 00 0105 - Certifications Page
C. 000110 - Table of Contents
D. 000115 - List of Drawing Sheets
SPECIFICATIONS
2.01 DIVISION 01 -- GENERAL REQUIREMENTS
A. 010163 Pre-Bid Substitutions
01 1000 - Summary
01 2000 - Price and Payment Procedures
01 2100 - Allowances
01 2300 - Alternates
01 3000 - Administrative Requirements
01 3216 - Construction Progress Schedule
01 4000 - Quality Requirements
01 4100 - Regulatory Requirements
01 5000 - Temporary Facilities and Controls
01 5100 - Temporary Utilities
01 5213 - Field Offices and Sheds
01 5713 - Temporary Erosion and Sediment Control
01 5721 - Indoor Air Quality Controls
01 6000 - Product Requirements
01 7000 - Execution and Closeout Requirements
01 7419 - Construction Waste Management and Disposal
. 017800 - Closeout Submittals
2.02 DIVISION 02 -- EXISTING CONDITIONS
A. 02 3100 - Geotechnical Report
B. 024100 - Demolition
2.03 DIVISION 03 -- CONCRETE
03 0505 - Underslab Vapor Barrier
03 3000 - Cast-in-Place Concrete
03 3511 - Concrete Floor Finishes
03 4100 - Precast Structural Concrete
E. 034500 - Precast Architectural Concrete
2.04 DIVISION 04 -- MASONRY
A. 04 2000 - Unit Masonry
2.05 DIVISION 05 -- METALS
A. 051200 - Structural Steel Framing
B. 052100 - Steel Joist Framing
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05 3100 - Steel Decking

2.06 DIVISION 06 -- WOOD, PLASTICS, AND COMPOSITES

A
B.
C.
D.

06 1000 - Rough Carpentry

06 1753 - Shop-Fabricated Wood Trusses
06 2000 - Finish Carpentry

06 4100 - Architectural Wood Casework

2.07 DIVISION 07 -- THERMAL AND MOISTURE PROTECTION

A
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07 2100 - Thermal Insulation

07 2119 - Foamed-In-Place Insulation

07 2500 - Weather Barriers

07 3113 - Asphalt Shingles

07 4113 - Metal Roof Panels

07 4213 - Metal Wall Panels

07 4633 - Plastic Siding

07 5300 - Elastomeric Membrane Roofing
07 6200 - Sheet Metal Flashing and Trim
07 7123 - Manufactured Gutters and Downspouts
07 8123 - Intumescent Mastic Fireproofing
07 8400 - Firestopping

07 9005 - Joint Sealers

2.08 DIVISION 08 -- OPENINGS
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08 1113 - Hollow Metal Doors and Frames

08 1416 - Flush Wood Doors

08 1613 - Fiberglass Doors and Frames

08 3100 - Access Doors and Panels

08 3613 - Sectional Doors

08 3620 - Sectional Overhead Doors for Wash Bay/Brine Building
08 5113 - Aluminum Windows

08 5313 - Vinyl Windows

08 7100 - Door Hardware

08 8000 - Glazing

2.09 DIVISION 09 -- FINISHES

A
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09 2116 - Gypsum Board Assemblies
09 2216 - Non-Structural Metal Framing
09 5100 - Acoustical Ceilings

09 6500 - Resilient Flooring

09 7200 - Wall Coverings

09 8400 - Acoustic Room Components
09 9000 - Painting and Coating

2.10 DIVISION 10 -- SPECIALTIES

A

10 1101 - Visual Display Boards
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10 1400 - Signage

10 2113.19 - Plastic Toilet Compartments

10 2800 - Toilet, Bath, and Laundry Accessories
10 4400 - Fire Protection Specialties

10 7500 - Flagpoles

2.11 DIVISION 11 -- EQUIPMENT

A

11 5213 - Projection Screens

2.12 DIVISION 12 -- FURNISHINGS

A.
B.

12 2400 - Window Shades
12 3600 - Countertops

2.13 DIVISION 13 -- SPECIAL CONSTRUCTION (NOT USED)
2.14 DIVISION 14 -- CONVEYING EQUIPMENT

A

14 6000 - Trolley Hoists

2.15 DIVISION 21 -- FIRE SUPPRESSION

A
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21 0517 - Sleeves and Sleeve Seals for Fire Suppression Piping

21 0523 - General-Duty Valves for Water-Based Fire-Suppression Piping
21 0553 - Identification for Fire Suppression Piping and Equipment

21 1100 - Facility Fire Suppression Water Services Piping

21 1119 - Fire Department Connections

21 1313 - Wet Pipe Sprinkler System

2.16 DIVISION 22 -- PLUMBING
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22 0513 - Common Motor Requirements for Plumbing Equipment

22 0517 - Sleeves and Sleeve Seals for Plumbing Piping

22 0518 - Escutcheons for Plumbing Piping

22 0519 - Meters and Gages for Plumbing Piping

22 0523.12 - Ball Valves for Plumbing Piping

22 0523.13 - Butterfly Valves for Plumbing Piping

22 0523.14 - Check Valves for Plumbing Piping

22 0529 - Hangers and Supports for Plumbing Piping and Equipment
22 0553 - Identification for Plumbing Piping and Equipment

22 0719 - Plumbing Piping Insulation

22 1113 - Facility Water Distribution Piping

22 1116 - Domestic Water Piping

22 1119 - Domestic Water Piping Specialties

22 1123 - Domestic Water Pumps

22 1316 - Sanitary Waste and Vent Piping

22 1319 - Sanitary Waste Piping Specialties

22 1323 - Sanitary Waste Interceptors

22 1413 - Faciltity Storm Drainge Piping

22 1513 - General- Service Compressed- Air Piping

22 1519 - General- Services Packaged Air Compressors and Receivers
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22 3400 - Fuel Fired Domestic Water Heaters
22 4213.13 - Commercial Water Closets

22 4213.16 - Commercial Urinals

22 4216.13 - Commercial Lavatories

22 4216.16 - Commercial Sinks

22 4233 - Wash Fountains

. 22 4500 - Emergency Plumbing Fixtures
. 22 4713 - Drinking Fountains

2.17 DIVISION 23 -- HEATING, VENTILATING, AND AIR-CONDITIONING (HVAC)
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23 0513 - Common Motor Requirements for HYAC Equipment
23 0517 - Sleeves and Sleeve Seals for HVAC Piping

23 0519 - Meters and Gages for HVAC Piping

23 0529 - Hangers and Supports for HVAC Piping and Equipment
23 0548 - Vibration and Seismic Controls for HVYAC Piping and Equipment
23 0553 - Identification for HYAC Piping and Equipment

23 0593 - Testing, Adjusting, and Balancing for HVAC

23 0713 - Duct Insulation

23 0716 - HVAC Equipment Insulation

23 0719 - HVAC Piping Insulation

23 0923 - Direct-Digital Control System for HYAC

23 0933 - Toxic and Combustible Gas Detection

23 1123 - Facility Natural Gas Piping

23 2113 - Hydronic Piping

23 2113.13 - Underground Hydronic Piping

23 2116 - Hydronic Piping Specialties

23 2123 - Hydronic Pumps

23 2300 - Refrigerant Piping

23 2513 - Water Treatment for Closed Loop Hydronic Systems
23 3113 - Metal Ducts

23 3300 - Air Duct Accessories

23 3423 - HVAC Power Ventilators

23 3713 - Diffusers, Registers, and Grilles

23 3723 - HVAC Gravity Ventilators

23 5133 - Insulated Sectional Chimneys

23 5216 - Condensing Boilers

. 23 5416.13 - Gas Fired Furnaces

. 23 5523.16 - High Intensity Gas Fired Radiant Heaters

. 23 7423.13 - Packaged Direct Fired, Outdoor, Heating- Only, Make-Up Air Units
. 23 8316 - Radiant Heating Hydronic Piping

2.18 DIVISION 26 -- ELECTRICAL

A.
B.

26 0501 - Selective Electrical Demolition
26 0511 - Requirements for Electrical Installations
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26 0519 - Low-Voltage Electrical Power Conductors and Cables
26 0526 - Grounding and Bonding for Electrical Systems

26 0529 - Hangers and Supports for Electrical Systems

26 0533 - Raceways and Boxes for Electrical Systems

26 0541 - Underground Electrical Construction

26 0544 - Sleeves and Sleeve Seals for Electrical Raceways and Cabling

26 0553 - Identification for Electrical Systems

26 0923 - Lighting Control Devices

26 2416 - Panelboards

26 2726 - Wiring Devices

26 2813 - Fuses

26 2816 - Enclosed Switches and Circuit Breakers
26 2913 - Enclosed Controllers

26 3213 - Engine Generators

26 3600 - Transfer Switches

26 4313 - Surge Protection for Low Voltage Electrical Power Circuits
26 5100 - Interior Lighting

26 5600 - Exterior Lighting

2.19 DIVISION 27 -- COMMUNICATIONS

A.
B.
C.

27 0526 - Grounding and Bonding for Communications Systems
27 0528 - Pathways for Communications Systems
27 1100 - Communications Equipment Room Fittings

2.20 DIVISION 28 -- ELECTRONIC SAFETY AND SECURITY

A.
B.
C.
D.

28 0513 - Conductors and Cables for Electronic Safety and Security
28 0528 - Pathways for Electronic Safety and Security

28 1300 - Access Control

28 3112 - Zoned (DC Loop) Fire Alarm System

2.21 DIVISION 31 -- EARTHWORK
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31 1000 - Site Clearing

31 2200 - Grading

31 2316 - Excavation

31 2316.13 - Trenching

31 2316.26 - Rock Removal

312323 - Fill

31 6000 - Aggregate Pier Ground Improvement

2.22 DIVISION 32 -- EXTERIOR IMPROVEMENTS

A

moow

32 1123 - Aggregate Base Courses

32 1216 - Asphalt Paving

32 1313 - Concrete Paving

32 1723.13 - Painted Pavement Markings
32 1726 - Tactile Warning Surfacing
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F. 321731 - Steel Guardrail
2.23 DIVISION 33 -- UTILITIES

A. 33 1116 - Site Water Utility Distribution Piping
33 1300 - Disinfecting of Water Ultility Distribution
33 3111 - Site Sanitary Utility Sewerage Piping
33 4111 - Site Storm Utility Drainage Piping
33 4213 - Pipe Culverts
33 5111 - Site Natural-Gas Distribution
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