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BURNER (CO-RAY-VAC CRV-B-6, CONTRACTOR TO VERIFY) 
REMOVE AND REPLACE FILTER, SPARK ELECTRODE AND CAST IRON 
WEST STORAGE BAY - BURNER HEAD NO.6: PROVIDE BURNER KIT,7.

(MATCH EXISTING TYPE - CO-RAY-VAC SYSTEM)
TUBE AND VACUUM PUMP 
REMOVE & REPLACE FLEXIBLE COUPLING BETWEEN BURNER6.

(MATCH EXISTING CO-RAY-VAC SYSTEM)
REMOVE & REPLACE LINED COUPLINGS5.

REMOVE/REINSTALL REFLECTORS AS NECESSARY
COUPLINGS (MATCH EXISTING CO-RAY-VAC SYSTEM); 
REMOVE & REPLACE 1 BURNER TUBE SECTION & LINED 4.

BALANCING (COORDINATE WITH ITEM #1 ABOVE)
CHECK / ADJUST DAMPER SETTING AS NECESSARY FOR SYSTEM3.

CHECK / ADJUST BURNER PILOT SWITCH, REPLACE IF NEEDED2.

W.C. AT END BURNER)
" TO 3" 2

1
CHECK / ADJUST SYSTEM VACUUM (TO BE AT 2 1.

                                                                       
KEY NOTES - SCOPE OF WORK:
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